3/8" LAG SCREW :
4 PER SLEEPER

SUPERS'(I'RU}' CH)ANNEL ®
B1200 (13/16” -————\
r*——-

)

SUPERSTRUT 702 PIPE CLAMPS
<N> PIPE

SET IN MASTIC

BLOCKING AND ROOF/FLOOR
//j[-MASﬂC BOTH SIDES.
-/

T %
, A~ /A
£ T

y

REMOVE ALL LOOSE GRANULES/
FROM AREA AROUND SLEEPER

4"x4” PRESSURE

TREATED WOOD SLEEPER

7

<E>ROOF/FLOOR CONSTRUCTION.

/X PIPE SUPPORT—ROOF/FLOOR MOUNTED

\\252&// SCALE: NONE

LBNL STANDARD
PIPE SUPPORT—ROOF/FLOOR MOUNTED

DRAWN BY DATE

CHECKED BY

APPROVED BY

CAD FILE PATH

SCALE NTS

FACILITIES DIVISION

UNIVERSITY OF CALIFORNIA LAWRENCE BERKELEY NATIONAL LABORATORY

DRAWING NO. SHEET

H156

PROJECT NO.

T:\groups\ELECT\Romy\Mech_IHEM\HVAC_Details\H156 PIPE-SUPP-B.dwg




